
Sl. No. Ref Clause No. Ref Clause Description Bidders Query HOGPL Reply

1

SECTION - I
INVITATION FOR BIDS (IFB)

8.0 BIDDER EVALUATION CRITERIA (BEC) 

8.1.1 Bidder should have successfully completed at least 02 (two) similar 
work as a main contractor during last 05 years reckoned from bid 
submission due date.
Definition of Similar Work: Examination and Hydrostatic testing as per gas 
cylinder rules, 2016 of CNG cascades to any City Gas Distribution/Oil and 
Gas/Government/PSU company.

As per IGL (PSU) (JV of BPCL, GAIL & DElhi Govt.) for Hydro-testing of Type III & IV i.e. 
composite cylinders testing agencies who have amendment in their license of composite 
cylinder testing are only allowed to participate as the process for hydro-testing of type-I&II 
(seamless cylinders) is different from Type-III&IV (composite cylinders). Kindly confirm that in 
HOGPL tender also the same conditions prevails as per IGL ? (PFA IGL tender , page No.7  
POINT 6 )
"Bidder should have “CNG cylinder testing station” facility approved by Petroleum and 
Explosives Safety Organization (PESO) as on date of issue of tender for testing of Composite / 
Type-3 & Type-4 CNG cylinders. The copy of valid License of the proposed facility for CNG 
Cylinders Testing to be submitted with un-priced technical bid."

Refer Corrigendum 1

2
SECTION – II

INSTRUCTIONS TO BIDDERS (ITB)
32.4 Comparison of Prices

Evaluation shall be carried out PART A & PART B ((Part basis) shall 
evaluated separately to arrive at the lowest evaluated cost to Purchaser

Will Kohlapur & ambala SOR be calculated for L1 bidder separately for awarding of tender or 
both the SOR will be combined and then evaluated.

Refer Corrigendum 1

3 General Query

only parties having registered offices in the specific GA   i.e. near Ambala & near Kohlapur be 
allowed as per PNGRB initiative and guidelines  for creating a CNG & PNG ecosystem 
development in the GA. (i.e. 100 km peripheral area of GA). are only bidders who have 
Cylinder testing facility in nearby area of GA only allowed in this tender as similar to Gail India 
and Gail gas tender
 " Bidder should have hydro-testing facility preferable in or nearby of their own with the 
hydro testing agency having valid PESO license"  

Refer Corrigendum 1

4

SECTION - I
INVITATION FOR BIDS (IFB)

8.0 BIDDER EVALUATION CRITERIA (BEC) 

8.1.1 Bidder should have successfully completed at least 02 (two) similar 
work as a main contractor during last 05 years reckoned from bid 
submission due date.
Definition of Similar Work: Examination and Hydrostatic testing as per gas 
cylinder rules, 2016 of CNG cascades to any City Gas Distribution/Oil and 
Gas/Government/PSU company.

Vendor Having Only Type-1 Testing Licence can Quote for Both. And Type 3&4 can be Done 
with a Different Firm having License.

Refer Corrigendum 1

5

SECTION - I
INVITATION FOR BIDS (IFB)

8.0 BIDDER EVALUATION CRITERIA (BEC) 

8.1.1 Bidder should have successfully completed at least 02 (two) similar 
work as a main contractor during last 05 years reckoned from bid 
submission due date.
Definition of Similar Work: Examination and Hydrostatic testing as per gas 
cylinder rules, 2016 of CNG cascades to any City Gas Distribution/Oil and 
Gas/Government/PSU company.

If Vendor Having only Type 1 Licences can Only Quote For Line Item Regarding Type1 can be 
Considered. 

Refer Corrigendum 1

6
SECTION – II

INSTRUCTIONS TO BIDDERS (ITB)
32.4 Comparison of Prices

Evaluation shall be carried out PART A & PART B ((Part basis) shall 
evaluated separately to arrive at the lowest evaluated cost to Purchaser

Evaluation Consideration while Bid Opening- Type 1 Line Item will be Considered separately 
and L1,L2 will be Decided for Type-1 And Separated L1,L2 for Type 3&4 
Or overall Combine Bassis Evaluation will be Considered.

Refer Corrigendum 1

7 General Query

Secondly, I would like to inform you that I have applied for the necessary permissions to 
operate Type 3 and Type 4 CNG cylinders, and my inspection has already been completed. 
would appreciate it if you could consider my application for participation in the tender. I am 
in the process of obtaining my approval permission from PESO, which I will send to you prior 
to the opening of the tender rates

Refer Corrigendum 1

8 General Query

Firstly, I would like to request that the tender be categorized into two distinct groups: Type 1 
and Type 2 CNG cylinder in one category, and Type 3 and Type 4 composite cylinder  in 
another. This separation is essential as PESO (Petroleum and Explosives Safety Organisation) 
recognizes these as two different types of cylinders, each requiring separate approvals. 
Moreover, it has been observed that other companies, such as IGL and GAIL, consistently 
categorize their tenders in this manner. This practice is particularly important, given that only 
a limited number of plants hold the necessary permissions for Type 3 and Type 4 cylinders.

Refer Corrigendum 1

Signature & seal of Bidder

REPLY TO PRE BID QUERIES DATED:03.11.2025

TENDER FOR EXAMINATION AND HYDROSTATIC TESTING OF TYPE-I/II/IV CNG CASCADES OF AMBALA-KURUKSHETRA & KOLHAPUR GA
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